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REMOTE CHLORINE EJECTOR 
BUILDING or ROOM 

CHLORINE VACUUM SIGN (DS WCSS152)

This Hazard Warning sign is in landscape format with standard warning symbol as per
AS1319. The other text shall be black on a yellow background.  
Material: Metal – 450 (W) x 225 (H) with the other dimensions as indicated.

 The Chlorine Vacuum sign is required where chlorine gas (under vacuum) is being
transferred from the main chlorination room to a remote ejector building or room on
site.

 The Chlorine Vacuum sign should be posted on the outside wall and near the entry
door to the ejector building or room but is not to be obscured when the door is open. 

 The Chlorine Vacuum sign shall be displayed at a level so that it is visible from the
normal direction of approach. 
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