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Excavation 

Sealed Disconnector Gully 

Concrete 

(minimum 100mm thick walls and base) 

Finished Ground Level 

Access Cover 
(concrete in-fill type – to comply with AS3996) 

(load rating to suit expected traffic conditions) 

SECTION VIEW 

Tank Vent DG Vent 

OUTLET 
INLET 

Concrete 

Tank fabricated from thin-skin 

material (nom 6mm thick) 

Riser fixed to tank with 

screws, sealant between 

300mm 
min 

TWSP 
(supplied by others) 

Must vent to atmosphere at 
high level in accordance with 
Plumbing licensing guidelines 
and AS/NZS 3500.2, and must 

not be combined. 

(check with local regulations) 
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