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GUIDELINES

1. COALESCING PLATE SEPARATORS AND COLLECTION PIT TO BE SIZED
ACCORDING TO RATE OF INFLOW. (REFER TO MANUFACTURERS SPECIFICATIONS)

FOR MORE INFORMATION REFER TO OUR TRADE WASTE WEB PAGE

http://www.watercorporation.com.au/tradewaste

2. ONLY NON EMULSIFYING TYPE PUMPS MAY BE USED WITH COALESCING PLATE
SEPARATORS.
3. COALESCING PLATE SEPARATORS ARE TO DISCHARGE THROUGH A TRADE
WASTE SAMPLING POINT, REFER TO TYPICAL DRAWING HX33—11—230.
4. MAINTENANCE DETAILS TO BE INCLUDED WITH THE APPLICATION TO DISCHARGE A
TRADE WASTE FORM.
5. ALL MEASUREMENTS SHOWN ARE IN MILLIMETRES. 500mm
6. SILT SUMPS ARE NOT RECOMMENDED TO BE USED AS COLLECTION/PUMP PITS. (MIN. CLEARANCE TO PUMP)
7. THE CAPACITY OF THE COLLECTION PIT TO BE TWICE THE SIZE OR
GREATER THAN THE SEPARATOR. /A P g
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