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z 600x900 CLASS D CAST IRON GENERAL NOTES:
ACCESS LID LIFTING LUGS TO
MANUFACTURERS SPECIFICATIONS 1. XYPEX ADMIX C-5000 TO BE USED TO PROVIDE ACID RESISTANCE AND
N TO BE ADDED TO CONCRETE MIX AT THE TIME OF BATCHING.
— —
[N, L
S 2. XYPEX ADMIX C-5000 WILL BECOME AN INTEGRAL PART OF THE
®f o CONCRETE AND WILL ENSURE CONCRETE MIX AND INTERNAL WALLS ARE
= = QUTLET RESISTANT TO ACID AND CHEMICAL ATTACK WITHIN THE pH RANGE OF 3
S INLET SR O Ty % TO 11 WHEN IN CONSTANT CONTACT,
PN % % N sz
/ it I 3. WALLS AND BASE ARE AN INTEGRAL SINGLE CAST CONCRETE UNIT.
100 NH UPVC SEWER
PIPE SLEEVE CAST INTO L. GAS TIGHT COVERS AVAILABLE UPON REQUEST, THESE ARE TO BE
WALL TO ALLOW FOR INSTALLED WHERE:
THE CONNECTION
L1 THERE IS VEHICULAR TRAFFIC
L 42, THERE IS PEDESTRIAN TRAFFIC
=
43.  THE UNIT IS SUBJECT TO STORMWATER INTRUSION
L4 1T IS INSTALLED INSIDE A BUILDING
5. ALL ACCESS COVERS TO COMPLY WITH THE LATEST VERSION OF AS

3996.
$100mm NH UPVC SEWER PIPE 6. TOTAL GREASE ARRESTOR UNIT OPERATING VOLUME EQUALS
GREASE TRAP PLAN SLEEVE CAST INTO WALL TO APPROXIMATELY 10,000 LITRES.

ALLOW FOR THE VENT TO

SCALE 1:20 SECTION m ATMOSPHERE PIPE 7. ALL ASSOCIATED PLUMBING WORK IS TO COMPLY WITH PLUMBERS

SCALE 1:20 _ LICENSING AND PLUMBING STANDARDS REGULATIONS 2000 (THE PLUMBING
REGULATIONS) AND LATEST VERSIONS OF AS/NZS 3500.1 AND AS/NZS
3500.2.

8. SURROUNDING GROUND SHALL BE GRADED AWAY FROM FINISHED LID
LEVEL AND SAMPLE POINT TO PREVENT INGRESS OF WATER.

9. GREASE ARRESTOR COMPLIANCE PLATE TO BE INSTALLED WITHIN TOP
300mm OF THE UNIT. MOUNT THE PLATE IN THE LOCATION CLEARLY
VISIBLE WHEN COVER IS OPENED.

600x900 CLASS D CAST
IRON ACCESS LID

GL. (TOP OF
PAVEMENT)
¥ N | | | | | | [ ) | o
} ¢:::::f/ GREASE ARRESTOR INSTALLATION PREAPPROVAL
Lo BY WATER CORPORATION IS REQUIRED AT THE
1 L N TRADE WASTE PERMIT APPLICATION STAGE.
150 L DNS0 INDUCT VENT TO BE INSTALLED
L] IF SEALED ACCESS COVER IS USED.
= Lo REFER TO WATER CORPORATION
= £ L STANDARD DWG HX33-10-10, TO BE
z S L SUPPLIED AND INSTALLED BY
< J Lo OTHERS.
: - .
o > T
S 22 |
x T | |
T L
! v 2 Lo
T = .
v 3 I
o= [
m @ | |
%) g [
() | |
9= > Lo
= & < [
Z O = [
o [
o é & [ A
wn [
25 r N\
< J I
Sh L
v = ¢100mm NH UPVC SEWER PIPE I
<
o @ T B0 | ) 100 SLEEVE CAST INTO WALL TO ALLOW F L
< S N FOR THE VENT TO ATMOSPHERE PIPE |
© 3 - ] |
— |
2 2 INLET i _ )
o s |r1J . OUTLET
" = U\ —_—
o L
(= pr
o5l o
= wn <C
[a e (\Il [an]
w o [
o ®100 NH UPVC -
% SEWER PIPE o
SLEEVE CAST 450 Z
o INTO WALL TO o
& ALLOW FOR THE S SAMPLING POINT WITH
CONNECTION S @ - CONCRETE FOUNDATION TO
= 100 3 WATER CORPORATION'S
*I—‘H REQUIREMENTS TO BE
o SUPPLIED AND INSTALLED BY
150 OTHERS.
LJ
i
<
o
160 — |7 2 —
o % o
o o o
\ m () m /<\
(100 x 100 HAUNCH
1 1 AROUND BASE
//\
= PREPARE AND COMPACT SAND
} 3000 } SUBGRADE (TO 125mm DEPTH)
TO REACH 95% MODIFIED DRY
DENSITY AS PER AS1289.5.2.1
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